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GENERAL APPROVAL - Renewal - O’Hagin Model “S” Cloaked Vent Tile for attic

ventilation.

DETAILS

O’Hagin Model “S” Cloaked Vent Tiles are comprised of two pieces. A 25 2" x 11" sub-
flashing constructed of galvanized sheet steel with a formed opening covered with galvanized
wire mesh for insert protection and a 25" x 19 12" formed galvanized steel hood with two cut
openings on the underside, also covered with galvanized wire mesh.

O’Hagin Model “S” Cloaked Vent Tiles can be used to provide attic ventilation for roofs and
roofing structures employing clay or concrete tile roofs.

The approval is subject to the following requirements:

1. Location and specifications of O’Hagin Cloaked Vent Tile shall be shown on approved

plans.

2. Installation of the O’Hagin Cloaked Vent Tile shall be in accordance with the
manufacturer’s written instructions and as specified herein. A copy shall be kept at the

job site.

3. O’Hagin Cloaked Vent Tile vents have a rating of 95 square inches Net Free Ventilation
Area and simply take the place of two roofing tiles specified for the job.

4. All O’Hagin Cloaked Vent Tiles are stamped with an identifying mark. No substitution

will be accepted.
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